281.568.7880 Phone
www.envirodyne.com

Envirodyne Laboratories, Inc
H 11011 Brooklet Dr., # 230
I Houston, TX 77099

25 April 2019

Deer Park, City of
Frank Walker

2117 East X Street
Deer Park, TX 77536

Deer Park, City of - ITC Water Check

Enclosed are the results of analyses for samples received by the laboratory on 26-Mar-19 15:25. The
analytical data provided relates only to the samples as received in this laboratory report.

ELI certifies that all results are NELAP compliant and performed in accordance with the referenced method
except as noted in the Case Narrative or as noted with a qualifier. Any reproductions of this laboratory report
should be in full and only with the written authorization from the client.

The total number of pages in this report is 24

Thank you for selecting ELI for your analytical needs. If you have any questions regarding this report, please
contact us.

Sincerely,

/e o
M sy ca (T g /Fb

Monica Smith

Client Services Representative Certificate No: T104704265-18-14
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19C3199 25-Apr-19 13:22
ANALYTICAL REPORT FOR SAMPLES

Sample ID Laboratory ID Matrix Date Sampled Date Received

Raw Water 19C3199-01 Water 26-Mar-19 10:09 26-Mar-19 15:25

Finished Water 19C3199-02 Water 26-Mar-19 10:50 26-Mar-19 15:25

Trip Blank 19C3199-03 Water 26-Mar-19 10:09 26-Mar-19 15:25

3/26 Volatiles

C=Bromoform was bias low in the Continuing Calibration(CCV), Blank Spike(LCS), and Blank Spike Dup(LCSD). Results
reported are Estimated value(E). Compound was not detected in the samples.

Chloromethane, Bromomethane, and Chloroethane were bias high in the Blank Spike(LCS) and Blank Spike Dup(LCSD).
Compounds were not detected in the samples.

Envirodyne Laboratories, Inc.
i
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The results in this report apply to the samples analyzed in accordance with the chain of
custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Raw Water
19C3199-01 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Bromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC Q
Chloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC Q
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Diethyl ether <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Methylene Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Chloroform 16 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Trichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Bromodichloromethane 4.4 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Raw Water
19C3199-01 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Dibromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Toluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Styrene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC C
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Bromobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19C3199 25-Apr-19 13:22
Raw Water
19C3199-01 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes

Envirodyne Laboratories, Inc.

Volatile Organic Compounds by EPA 524.2

1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Total Trichloroethanes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Total Trihalomethanes 20 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Total Xylenes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 89.2 % 70-130 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 83.2% 70-130 B9C3207 26-Mar-19 26-Mar-19 19:23 EPA 524.2 BPC
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 5 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Finished Water
19C3199-02 (Water) Sampled: 26-Mar-19 10:50
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Bromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC Q
Chloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC Q
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Diethyl ether <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Methylene Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Chloroform 15 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Trichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Bromodichloromethane 4.6 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Finished Water
19C3199-02 (Water) Sampled: 26-Mar-19 10:50
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Dibromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Toluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Styrene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC C
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Bromobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

A
;A

/ O
"'l.-"" i . \ I. 'f
/.-’"1-" |'III .:':,. ./}Lt l"'ﬁ rid |i )Aﬂ J'L H‘L

Monica Smith, Client Services Representative I Page 7 of 25 I

custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19C3199 25-Apr-19 13:22
Finished Water
19C3199-02 (Water) Sampled: 26-Mar-19 10:50
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes

Envirodyne Laboratories, Inc.

Volatile Organic Compounds by EPA 524.2

1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Total Trichloroethanes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Total Trihalomethanes 19 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Total Xylenes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 91.2% 70-130 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 81.2% 70-130 B9C3207 26-Mar-19 26-Mar-19 19:49 EPA 524.2 BPC
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Trip Blank
19C3199-03 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Bromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC Q
Chloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC Q
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242 BPC
Diethyl ether <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Methylene Chloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242 BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Chloroform <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Trichloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Bromodichloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Monica Smith, Client Services Representative I Page 9 of 25 I

custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19C3199 25-Apr-19 13:22

Trip Blank
19C3199-03 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Dibromochloromethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Toluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Styrene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC C
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Bromobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19C3199 25-Apr-19 13:22
Trip Blank
19C3199-03 (Water) Sampled: 26-Mar-19 10:09
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes

Envirodyne Laboratories, Inc.

Volatile Organic Compounds by EPA 524.2

1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Total Trichloroethanes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Total Trihalomethanes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Total Xylenes <1.0 1.0 ug/L 1 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 88.0% 70-130 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 81.4% 70-130 B9C3207 26-Mar-19 26-Mar-19 18:57 EPA 524.2 BPC
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
. ,.-:'q custody document. This analytical report must be reproduced in its entirety.
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Pace Analytical Services, LLC

. @ 8 East Tower Circle
aCBAﬂaMlcal Ormond Beach, FL 32174
www.pacelabs.com (386)672-5668
April 25, 2019
Sherry Walker

Envirodyne Laboratories, Inc
11011 Brooklet Drive

Suite 230

Houston, TX 77099

RE: Project: 19C3199
Pace Project No.: 35457540

Dear Sherry Walker:

Enclosed are the analytical results for sample(s) received by the laboratory on March 29, 2019. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

Due to manufactures issues, sample was extracted past the recommended holding time.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

RGNS

Martha Montero
martha.montero@pacelabs.com

(386)672-5668
Project Manager

Enclosures

cc: Laura Bonjonia, Envirodyne
Monica Smith, Envirodyne
Idelis Williams, Envirodyne

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 1 of 11



ace Analytical

www.pacelabs.com

Project: 19C3199
Pace Project No.: 35457540

Pace Analytical Services, LLC

CERTIFICATIONS

8 East Tower Circle
Ormond Beach, FL 32174
(386)672-5668

Ormond Beach Certification IDs
8 East Tower Circle, Ormond Beach, FL 32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
lllinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity

Missouri Certification #: 236

Montana Certification #: Cert 0074

Nebraska Certification: NE-OS-28-14

New Hampshire Certification #: 2958

New Jersey Certification #: FL022

New York Certification #: 11608

North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710

North Dakota Certification #: R-216

Oklahoma Certification #: D9947

Pennsylvania Certification #: 68-00547

Puerto Rico Certification #: FL01264

South Carolina Certification: #96042001
Tennessee Certification #: TN02974

Texas Certification: FL NELAC Reciprocity

US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C

Wisconsin Certification #: 399079670

Wyoming (EPA Region 8): FL NELAC Reciprocity

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 2 of 11



Pace Analytical Services, LLC

[ ® 8 East Tower Circle
aCBAﬂaMlcal Ormond Beach, FL 32174
www.pacelabs.com (386)672-5668

SAMPLE SUMMARY

Project: 19C3199
Pace Project No.: 35457540

Lab ID Sample ID Matrix Date Collected Date Received
35457540001 Raw Water Drinking Water 03/26/19 10:07 03/29/19 11:20
35457540002 Finished Water Drinking Water 03/26/19 10:50 03/29/19 11:20

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 3 of 11



Pace Analytical Services, LLC

[ ® 8 East Tower Circle
aCBAﬂaMlcal Ormond Beach, FL 32174
www.pacelabs.com (386)672-5668

SAMPLE ANALYTE COUNT

Project: 19C3199
Pace Project No.: 35457540

Analytes
Lab ID Sample ID Method Analysts Reported Laboratory
35457540001 Raw Water EPA 525.2 T™M2 15 PASI-O
35457540002 Finished Water EPA 525.2 T™M2 15 PASI-O

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 4 of 11



Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

ace Analytical

www.pacelabs.com

ANALYTICAL RESULTS

19C3199
35457540

Project:
Pace Project No.:

Sample: Raw Water Lab ID: 35457540001 Collected: 03/26/19 10:07 Received: 03/29/19 11:20 Matrix: Drinking Water

Parameters Results Units PQL MDL DF Prepared Analyzed CAS No. Qual
525.2 Semi Volatile Compounds Analytical Method: EPA 525.2 Preparation Method: EPA 525.2
Aldrin 0.068 U ug/L 0.10 0.068 1 04/19/19 15:34 04/23/19 03:42 309-00-2 Q,TV.Y
Atrazine 0.16 ug/L 0.10 0.079 1 04/19/19 15:34 04/23/19 03:42 1912-24-9  1p,
J(19).Q,
TV,Y
Benzo(a)pyrene 0.013 U ug/L 0.10 0.013 1 04/19/19 15:34 04/23/19 03:42 50-32-8 Q,TV.Y
Butachlor 0.074 U ug/L 0.10 0.074 1 04/19/19 15:34 04/23/19 03:42 23184-66-9 J(L1),Q,
T™V,Y
Butylbenzylphthalate 0.50 U ug/L 2.0 0.50 1 04/19/19 15:34 04/23/19 03:42 85-68-7 Q,TV,Y
Dieldrin 0.074 U ug/L 0.13 0.074 1 04/19/19 15:34 04/23/19 03:42 60-57-1 Q,TV,Y
bis(2-Ethylhexyl)adipate 0.38 U ug/L 1.6 0.38 1 04/19/19 15:34 04/23/19 03:42 103-23-1 Q,TV,Y
bis(2-Ethylhexyl)phthalate 0.50 U ug/L 2.0 0.50 1 04/19/19 15:34 04/23/19 03:42 117-81-7 Q,TV,Y
Metolachlor 0.27 U ug/L 1.0 0.27 1 04/19/19 15:34 04/23/19 03:42 51218-45-2 Q,TV,Y
Metribuzin 0.15 U ug/L 0.30 0.15 1 04/19/19 15:34 04/23/19 03:42 21087-64-9 Q,TV,Y
Propachlor 0.074 U ug/L 0.20 0.074 1 04/19/19 15:34 04/23/19 03:42 1918-16-7  1p,
J(S).Q,
T™V,Y
Pyrene 0.034 U ug/L 0.20 0.034 1 04/19/19 15:34 04/23/19 03:42 129-00-0 Q,TV,Y
Surrogates
1,3-Dimethyl-2-nitrobenzene(S) 113 % 70-130 1 04/19/19 15:34 04/23/19 03:42 81209
Perylene-d12 (S) 59 % 70-130 1 04/19/19 15:34 04/23/19 03:42 1520963 J(S5)
Triphenylphosphate (S) 144 % 70-130 1 04/19/19 15:34 04/23/19 03:42 115-86-6 J(S5)

Sample: Finished Water

Lab ID: 35457540002

Collected: 03/26/19 10:50 Received: 03/29/19 11:20 Matrix: Drinking Water

Parameters Results Units PQL MDL DF Prepared Analyzed CAS No. Qual
525.2 Semi Volatile Compounds Analytical Method: EPA 525.2 Preparation Method: EPA 525.2
Aldrin 0.068 U ug/L 0.10 0.068 1 04/20/19 11:26  04/23/19 07:45 309-00-2 Q,TV,Y
Atrazine 0.13 ug/L 0.10 0.079 1 04/20/19 11:26 04/23/19 07:45 1912-24-9  H7,
J(L1),
oy
Benzo(a)pyrene 0.013 U ug/L 0.10 0.013 1 04/20/19 11:26 04/23/19 07:45 50-32-8 Q,TV,Y
Butachlor 0.074 U ug/L 0.10 0.074 1 04/20/19 11:26 04/23/19 07:45 23184-66-9 J(L1),Q,
TV,Y
Butylbenzylphthalate 0.50 U ug/L 2.0 0.50 1 04/20/19 11:26 04/23/19 07:45 85-68-7 Q,TVY
Dieldrin 0.074 U ug/L 0.13 0.074 1 04/20/19 11:26 04/23/19 07:45 60-57-1 Q,TV.Y
bis(2-Ethylhexyl)adipate 0.38 U ug/L 1.6 0.38 1 04/20/19 11:26 04/23/19 07:45 103-23-1 Q,TV.Y
bis(2-Ethylhexyl)phthalate 0.50 U ug/L 2.0 0.50 1 04/20/19 11:26 04/23/19 07:45 117-81-7 Q. TV.Y
Metolachlor 0.27 U ug/L 1.0 0.27 1 04/20/19 11:26 04/23/19 07:45 51218-45-2 Q,TV,Y
Metribuzin 0.15 U ug/L 0.30 0.15 1 04/20/19 11:26 04/23/19 07:45 21087-64-9 Q,TV,Y
Propachlor 0.074 U ug/L 0.20 0.074 1 04/20/19 11:26 04/23/19 07:45 1918-16-7 Q,TV.Y
Pyrene 0.034 U ug/L 0.20 0.034 1 04/20/19 11:26 04/23/19 07:45 129-00-0 Q,TVY
Surrogates
1,3-Dimethyl-2-nitrobenzene(S) 100 % 70-130 1 04/20/19 11:26 04/23/19 07:45 81209
Perylene-d12 (S) 94 % 70-130 1 04/20/19 11:26 04/23/19 07:45 1520963
Triphenylphosphate (S) 118 % 70-130 1 04/20/19 11:26 04/23/19 07:45 115-86-6

Date: 04/25/2019 12:48 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.
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ace Analytical

www.pacelabs.com

QUALITY CONTROL DATA

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Project: 19C3199
Pace Project No.: 35457540
QC Batch: 532391 Analysis Method: EPA525.2
QC Batch Method:  EPA525.2 Analysis Description: 525.2 DW Semivolatiles
Associated Lab Samples: 35457540001
METHOD BLANK: 2884078 Matrix: Water
Associated Lab Samples: 35457540001
Blank Reporting
Parameter Units Result Limit MDL Analyzed Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 101 70-130 04/22/19 19:11
Perylene-d12 (S) % 92 70-130 04/22/19 19:11
Triphenylphosphate (S) % 116 70-130 04/22/19 19:11
LABORATORY CONTROL SAMPLE: 2884079
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 98 70-130
Perylene-d12 (S) % 85 70-130
Triphenylphosphate (S) % 117 70-130
LABORATORY CONTROL SAMPLE: 2884080
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 101 70-130
Perylene-d12 (S) % 98 70-130
Triphenylphosphate (S) % 119 70-130
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 2884196 2884197
MS MSD
35460519001  Spike Spike MS MSD MS MSD % Rec Max
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD RPD Qual
1,3-Dimethyl-2- % 92 99 70-130
nitrobenzene(S)
Perylene-d12 (S) % 100 100 70-130
Triphenylphosphate (S) % 108 105 70-130

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

Date: 04/25/2019 12:48 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.
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ace Analytical

www.pacelabs.com

QUALITY CONTROL DATA

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Project: 19C3199
Pace Project No.: 35457540
QC Batch: 532439 Analysis Method: EPA525.2
QC Batch Method:  EPA525.2 Analysis Description: 525.2 DW Semivolatiles
Associated Lab Samples: 35457540002
METHOD BLANK: 2884376 Matrix: Water
Associated Lab Samples: 35457540002
Blank Reporting
Parameter Units Result Limit MDL Analyzed Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 101 70-130 04/23/19 05:43
Perylene-d12 (S) % 85 70-130 04/23/19 05:43
Triphenylphosphate (S) % 122 70-130 04/23/19 05:43
LABORATORY CONTROL SAMPLE: 2884377
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 102 70-130
Perylene-d12 (S) % 88 70-130
Triphenylphosphate (S) % 120 70-130
LABORATORY CONTROL SAMPLE: 2884378
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
1,3-Dimethyl-2-nitrobenzene(S) % 101 70-130
Perylene-d12 (S) % 86 70-130
Triphenylphosphate (S) % 116 70-130
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 2884900 2884901
MS MSD
35460747001 Spike Spike MS MSD MS MSD % Rec Max
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD RPD Qual
1,3-Dimethyl-2- % 99 100 70-130
nitrobenzene(S)
Perylene-d12 (S) % 87 90 70-130
Triphenylphosphate (S) % 123 113 70-130

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

Date: 04/25/2019 12:48 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 7 of 11



Pace Analytical Services, LLC
8 East Tower Circle

aCBAﬂaMlcal Ormond Beach, FL 32174

www.pacelabs.com (386)672-5668

QUALIFIERS

Project: 19C3199
Pace Project No.: 35457540

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270. The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.
LABORATORIES

PASI-O Pace Analytical Services - Ormond Beach

ANALYTE QUALIFIERS

U Compound was analyzed for but not detected.

1p Internal standard recovery out of range due to matrix interference.

H7 Re-extraction or re-analysis could not be performed within method holding time.

J(IS) Estimated Value. The internal standard recovery associated with this result exceeds the lower control limit. The reported
result should be considered an estimated value.

J(L1) Estimated Value. Analyte recovery in the laboratory control sample (LCS) was above QC limits. Results for this analyte in
associated samples may be biased high.

J(S5) Estimated Value. Surrogate recovery outside control limits due to matrix interferences (not confirmed by re-analysis).

Q Sample held beyond the accepted holding time.

TV Analysis conducted outside EPA method holding time. Results may be biased low.

Y The laboratory analysis was from an improperly preserved sample. The data may not be accurate.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 04/25/2019 12:48 PM without the written consent of Pace Analytical Services, LLC. Page 8 of 11



ace Analytical

www.pacelabs.com

Pace Analytical Services, LLC

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: 19C3199
Pace Project No.: 35457540

8 East Tower Circle
Ormond Beach, FL 32174
(386)672-5668

Analytical
Lab ID Sample ID QC Batch Method QC Batch Analytical Method Batch
35457540001 Raw Water EPA 525.2 532391 EPA 525.2 532762
35457540002 Finished Water EPA 525.2 532439 EPA 525.2 532774

Date: 04/25/2019 12:48 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 9 of 11
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Document Name: Document Revised.
Sample Condition Upon Receipt Form May 30, 2018

S acs Analytical’ Document No.: [ssulng Authority: .
i F.Fl-C-007 rav_13 Pace Florida Quality Office
L]
e WO# : 35457540 FR(SCUR). =t
. _PM: MIM D : .
Projec CLIENT: envth HenDate 08/ 05/1D Date and Initials of person:
Project Manag E:g:'l':"'"g contents:
Client: ’ Deliver: AN 5

H. I.vtf 3 N
& ) i i N |
Thermometer Used: sq C‘ Date: 3 Zcf ! Ig! Time:'n E:\ é Initials: S‘C%
-—
State oi_grigi ; | For WV projects, all containers verified to <6 °c
Cooler #1 Temp.® v (Visual) ¢ (Correction Factor) b ' 2 s (Actual) [] samples onice, cooling process has begun

Cooler #2 Temp.°C (Visual) (Correction Factor) (Actual) [J samples onice, cooling process has begun
Cooler #3 Temp.°C (Visual) (Correction Factor) (Actual) [] samples on ice, cooling process has begun
Cooler #4 Temp.°C. (Visual) (Correction Factor) (Actual) [] samples onice, cooling process has begun
Cooler #5 Temp.°C, (Visual) (Correction Factor) (Actual) [C] samples on ice, cooling process has begun
Cooler #6 Temp.°C (Visual) (Correction Factor) (Actual) [} samples on ice, cooling process has begun

Gouror: L FedEx w\ ups Husps Uocient O commercial O pace [ Other

Shipping Method: [ First Overnight [ Priority Overnight [0 Standard Ovemnight O Ground O Intérnational Priority

O Cther
Billing: [ Recipient 0O Sender O Third Party O Credit Card O Unknown
Tracking #
Custody Seal on Cooler/Box Present: [ Ives No Seals intact: [] Yes [JNo Ice: @Blue Dry None
Packing Material: UBubble Wrap ZZﬂa‘ubble Bags CNone Cother
Samples shorted to [ab (If Yes, complete) Shorted Date: Shorted Time: Qty:
Comments:
Chain of Custody Present B{es O No ON/A
Chain of Custody Filled Out /IQ‘?,e_ﬁ O No ON/A
Relinquished Signature & Sampler Name COC /D4es 0O No ON/A
12
Samples Arrived within Hold Time ﬂ%s O No ON/A .
4 oo Ji %
Rush TAT requested on COC Hves ONo QN/A: L C {LM]
7 7 NiEZa U

Sufficient Volume Hyes O No ON/A
Correct Containers Used [fg_Yes .0 No ON/A
Containers Intact yes CNo ONA
Sample Labels match COC (sample IDs & date/time of E
collection) Yes [ No ON/A
All containers needing acid/base preservation have been Preservation Information:
checked. /IZ(Yes O No ON/A Preservalive:
All Containers needing preservation are found to be in Lot #Trace #:
compliance with EPA recommendation: OvYes I/I:?’No ON/A Date: Time:

Exceptions: VOA, Coliform, TOC, O&G, Carbamates Initials;
Headspace in VOA Vials? (>6mm): OYes O No GIN/A
Trip Blank Present: COYes O No ;‘ENIA

[
Client Notification/ Resolution:
Person Contacted: Date/Time:

Comments/ R?zolution (use back for additional comments):

AllSamipleS oV OF DY (a5

Date: Page 11 of 11

Project Manager Review:




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Blank (B9C3207-BLK1) Prepared & Analyzed: 26-Mar-19
Dichlorodifluoromethane <1.0 1.0 ug/L
Chloromethane <1.0 1.0 "
Vinyl Chloride <1.0 1.0 "
Bromomethane <1.0 1.0 "
Chloroethane <1.0 1.0 "
Trichlorofluoromethane <1.0 1.0 "
Diethyl ether <1.0 1.0 "
1,1-Dichloroethene <1.0 1.0 "
Carbon Disulfide <1.0 1.0 "
Methylene Chloride <1.0 1.0 "
MTBE (Methyl tert-butyl ether) <1.0 1.0 "
trans-1,2-Dichloroethene <1.0 1.0 "
1,1-Dichloroethane <1.0 1.0 "
2,2-Dichloropropane <1.0 1.0 "
cis-1,2-Dichloroethene <1.0 1.0 "
Bromochloromethane <1.0 1.0 "
Chloroform <1.0 1.0 "
1,2-Dichloroethane <1.0 1.0 "
1,1,1-Trichloroethane <1.0 1.0 "
Methyl Acrylate <1.0 1.0 "
Tetrahydrofuran <1.0 1.0 "
Carbon Tetrachloride <1.0 1.0 "
1,1-Dichloropropene <1.0 1.0 "
Benzene <1.0 1.0 "
Trichloroethene <1.0 1.0 "
1,2-Dichloropropane <1.0 1.0 "
Methyl methacrylate <1.0 1.0 "
Dibromomethane <1.0 1.0 "
Bromodichloromethane <1.0 1.0 "
cis-1,3-Dichloropropene <1.0 1.0 "
trans-1,3-Dichloropropene <1.0 1.0 "
1,1,2-Trichloroethane <1.0 1.0 "
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
!- /i . ( il A

custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 12 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Blank (B9C3207-BLK1) Prepared & Analyzed: 26-Mar-19
Dibromochloromethane <1.0 1.0 ug/L
1,2-Dibromoethane <1.0 1.0 "
Toluene <1.0 1.0 "
Tetrachloroethene <1.0 1.0 "
1,3-Dichloropropane <1.0 1.0 "
Chlorobenzene <1.0 1.0 "
1,1,1,2-Tetrachloroethane <1.0 1.0 "
Ethylbenzene <1.0 1.0 "
m,p-Xylene <1.0 1.0 "
o-Xylene <1.0 1.0 "
Styrene <1.0 1.0 "
Bromoform <1.0 1.0 " C
Isopropylbenzene (Cumene) <1.0 1.0 "
1,1,2,2-Tetrachloroethane <1.0 1.0 "
trans-1,4-Dichloro-2-butene <1.0 1.0 "
1,2,3-Trichloropropane <1.0 1.0 "
Bromobenzene <1.0 1.0 "
n-Propylbenzene <1.0 1.0 "
2-Chlorotoluene <1.0 1.0 "
1,3,5-Trimethylbenzene <1.0 1.0 "
4-Chlorotoluene <1.0 1.0 "
tert-butyl Benzene <1.0 1.0 "
1,2,4-Trimethylbenzene <1.0 1.0 "
sec-butyl Benzene <1.0 1.0 "
p-Isopropyltoluene <1.0 1.0 "
1,3-Dichlorobenzene <1.0 1.0 "
1,4-Dichlorobenzene <1.0 1.0 "
n-butyl Benzene <1.0 1.0 "
1,2-Dichlorobenzene <1.0 1.0 "
1,2-Dibromo-3-chloropropane <1.0 1.0 "
1,2,4-Trichlorobenzene <1.0 1.0 "
Hexachlorobutadiene <1.0 1.0 "
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 13 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Blank (B9C3207-BLK1) Prepared & Analyzed: 26-Mar-19
Naphthalene <1.0 1.0 ug/L
1,2,3-Trichlorobenzene <1.0 1.0 "
Total Trichloroethanes <1.0 1.0 "
Total Trihalomethanes <1.0 1.0 "
Total Xylenes <1.0 1.0 "
Surrogate: 4-Bromofluorobenzene 4.5 " 5.00 90.4 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.2 " 5.00 84.4 70-130
LCS (B9C3207-BS1) Prepared & Analyzed: 26-Mar-19
Dichlorodifluoromethane 18 1.0 ug/L 20.0 923 80-120
Chloromethane 25 1.0 " 20.0 123 80-120 Q
Vinyl Chloride 23 1.0 " 20.0 113 80-120
Bromomethane 25 1.0 " 20.0 123 80-120 Q
Chloroethane 22 1.0 " 20.0 111 80-120
Trichlorofluoromethane 21 1.0 " 20.0 107 80-120
Diethyl ether 22 1.0 " 20.0 109 80-120
1,1-Dichloroethene 21 1.0 " 20.0 107 80-120
Carbon Disulfide 19 1.0 " 20.0 92.6 80-120
Methylene Chloride 21 1.0 " 20.0 105 80-120
MTBE (Methyl tert-butyl ether) 22 1.0 " 20.0 109 80-120
trans-1,2-Dichloroethene 21 1.0 " 20.0 103 80-120
1,1-Dichloroethane 21 1.0 " 20.0 106 80-120
2,2-Dichloropropane 21 1.0 " 20.0 106 80-120
cis-1,2-Dichloroethene 21 1.0 " 20.0 107 80-120
Bromochloromethane 19 1.0 " 20.0 95.4 80-120
Chloroform 22 1.0 " 20.0 108 80-120
1,2-Dichloroethane 22 1.0 " 20.0 110 80-120
1,1,1-Trichloroethane 20 1.0 " 20.0 101 80-120
Methyl Acrylate 21 1.0 " 20.0 106 80-120
Tetrahydrofuran 22 1.0 " 20.0 108 80-120
Carbon Tetrachloride 19 1.0 " 20.0 94.2 80-120
1,1-Dichloropropene 22 1.0 " 20.0 111 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 14 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
LCS (B9C3207-BS1) Prepared & Analyzed: 26-Mar-19
Benzene 22 1.0 ug/L 20.0 108 80-120
Trichloroethene 21 1.0 " 20.0 106 80-120
1,2-Dichloropropane 22 1.0 " 20.0 108 80-120
Methyl methacrylate 20 1.0 " 20.0 102 80-120
Dibromomethane 20 1.0 " 20.0 102 80-120
Bromodichloromethane 20 1.0 " 20.0 99.9 80-120
cis-1,3-Dichloropropene 22 1.0 " 20.0 109 80-120
trans-1,3-Dichloropropene 20 1.0 " 20.0 100 80-120
1,1,2-Trichloroethane 22 1.0 " 20.0 108 80-120
Dibromochloromethane 18 1.0 " 20.0 87.8 80-120
1,2-Dibromoethane 21 1.0 " 20.0 104 80-120
Toluene 20 1.0 " 20.0 100 80-120
Tetrachloroethene 20 1.0 " 20.0 98.6 80-120
1,3-Dichloropropane 22 1.0 " 20.0 110 80-120
Chlorobenzene 19 1.0 " 20.0 94.6 80-120
1,1,1,2-Tetrachloroethane 19 1.0 " 20.0 95.0 80-120
Ethylbenzene 21 1.0 " 20.0 105 80-120
m,p-Xylene 41 1.0 " 40.0 103 80-120
o-Xylene 20 1.0 " 20.0 102 80-120
Styrene 20 1.0 " 20.0 98.6 80-120
Bromoform 15 1.0 " 20.0 75.4 80-120 CQ
Isopropylbenzene (Cumene) 21 1.0 " 20.0 106 80-120
1,1,2,2-Tetrachloroethane 21 1.0 " 20.0 103 80-120
trans-1,4-Dichloro-2-butene 20 1.0 " 20.0 98.4 80-120
1,2,3-Trichloropropane 20 1.0 " 20.0 102 80-120
Bromobenzene 20 1.0 " 20.0 98.7 80-120
n-Propylbenzene 21 1.0 " 20.0 106 80-120
2-Chlorotoluene 21 1.0 " 20.0 104 80-120
1,3,5-Trimethylbenzene 21 1.0 " 20.0 104 80-120
4-Chlorotoluene 21 1.0 " 20.0 105 80-120
tert-butyl Benzene 20 1.0 " 20.0 101 80-120
1,2,4-Trimethylbenzene 21 1.0 " 20.0 104 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 15 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
LCS (B9C3207-BS1) Prepared & Analyzed: 26-Mar-19
sec-butyl Benzene 19 1.0 ug/L 20.0 97.4 80-120
p-Isopropyltoluene 20 1.0 " 20.0 100 80-120
1,3-Dichlorobenzene 20 1.0 " 20.0 99.4 80-120
1,4-Dichlorobenzene 20 1.0 " 20.0 97.8 80-120
n-butyl Benzene 21 1.0 " 20.0 106 80-120
1,2-Dichlorobenzene 20 1.0 " 20.0 97.8 80-120
1,2-Dibromo-3-chloropropane 18 1.0 " 20.0 90.8 80-120
1,2,4-Trichlorobenzene 19 1.0 " 20.0 95.2 80-120
Hexachlorobutadiene 18 1.0 " 20.0 90.4 80-120
Naphthalene 19 1.0 " 20.0 94.5 80-120
1,2,3-Trichlorobenzene 18 1.0 " 20.0 91.3 80-120
Total Trichloroethanes 42 1.0 " 40.0 105 80-120
Total Trihalomethanes 74 1.0 " 80.0 92.7 80-120
Total Xylenes 62 1.0 " 60.0 103 80-120
Surrogate: 4-Bromofluorobenzene 4.8 " 5.00 96.0 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.6 " 5.00 92.0 70-130
LCS Dup (B9C3207-BSD1) Prepared & Analyzed: 26-Mar-19
Dichlorodifluoromethane 19 1.0 ug/L 20.0 96.4 80-120 4.29 20
Chloromethane 25 1.0 " 20.0 123 80-120 0.162 20 Q
Vinyl Chloride 23 1.0 " 20.0 116 80-120 2.61 20
Bromomethane 25 1.0 " 20.0 126 80-120 2.28 20 Q
Chloroethane 25 1.0 " 20.0 123 80-120 10.2 20 Q
Trichlorofluoromethane 21 1.0 " 20.0 106 80-120 0.843 20
Diethyl ether 21 1.0 " 20.0 107 80-120 1.53 20
1,1-Dichloroethene 21 1.0 " 20.0 103 80-120 3.66 20
Carbon Disulfide 18 1.0 " 20.0 91.4 80-120 1.20 20
Methylene Chloride 20 1.0 " 20.0 101 80-120 4.18 20
MTBE (Methyl tert-butyl ether) 21 1.0 " 20.0 106 80-120 2.98 20
trans-1,2-Dichloroethene 20 1.0 " 20.0 101 80-120 231 20
1,1-Dichloroethane 21 1.0 " 20.0 104 80-120 1.52 20
2,2-Dichloropropane 21 1.0 " 20.0 105 80-120 0.807 20
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 16 of 25 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order:  19C3199 25-Apr-19 13:22

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
LCS Dup (B9C3207-BSD1) Prepared & Analyzed: 26-Mar-19
cis-1,2-Dichloroethene 21 1.0 ug/L 20.0 105 80-120 1.98 20
Bromochloromethane 19 1.0 " 20.0 95.6 80-120 0.157 20
Chloroform 20 1.0 " 20.0 100 80-120 7.16 20
1,2-Dichloroethane 22 1.0 " 20.0 109 80-120 0.687 20
1,1,1-Trichloroethane 20 1.0 " 20.0 98.7 80-120 245 20
Methyl Acrylate 21 1.0 " 20.0 105 80-120 0.950 20
Tetrahydrofuran 21 1.0 " 20.0 104 80-120 3.40 20
Carbon Tetrachloride 19 1.0 " 20.0 93.8 80-120 0.426 20
1,1-Dichloropropene 21 1.0 " 20.0 107 80-120 4.09 20
Benzene 21 1.0 " 20.0 106 80-120 1.97 20
Trichloroethene 21 1.0 " 20.0 105 80-120 0.237 20
1,2-Dichloropropane 21 1.0 " 20.0 107 80-120 0.466 20
Methyl methacrylate 20 1.0 " 20.0 97.8 80-120 4.35 20
Dibromomethane 21 1.0 " 20.0 103 80-120 1.41 20
Bromodichloromethane 19 1.0 " 20.0 97.0 80-120 3.00 20
cis-1,3-Dichloropropene 21 1.0 " 20.0 105 80-120 3.59 20
trans-1,3-Dichloropropene 20 1.0 " 20.0 100 80-120 0.349 20
1,1,2-Trichloroethane 21 1.0 " 20.0 107 80-120 1.35 20
Dibromochloromethane 17 1.0 " 20.0 84.8 80-120 3.59 20
1,2-Dibromoethane 21 1.0 " 20.0 104 80-120 0.480 20
Toluene 20 1.0 " 20.0 99.4 80-120 1.15 20
Tetrachloroethene 19 1.0 " 20.0 97.4 80-120 1.22 20
1,3-Dichloropropane 21 1.0 " 20.0 106 80-120 3.37 20
Chlorobenzene 18 1.0 " 20.0 91.9 80-120 2.95 20
1,1,1,2-Tetrachloroethane 19 1.0 " 20.0 94.6 80-120 0.475 20
Ethylbenzene 21 1.0 " 20.0 105 80-120 0.0478 20
m,p-Xylene 42 1.0 " 40.0 104 80-120 0.434 20
o-Xylene 21 1.0 " 20.0 103 80-120 0.780 20
Styrene 19 1.0 " 20.0 96.6 80-120 2.05 20
Bromoform 15 1.0 " 20.0 75.4 80-120 0.0663 20 C,Q
Isopropylbenzene (Cumene) 21 1.0 " 20.0 106 80-120 0.188 20
1,1,2,2-Tetrachloroethane 20 1.0 " 20.0 101 80-120 1.57 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
LCS Dup (B9C3207-BSD1) Prepared & Analyzed: 26-Mar-19
trans-1,4-Dichloro-2-butene 20 1.0 ug/L 20.0 97.7 80-120 0.663 20
1,2,3-Trichloropropane 20 1.0 " 20.0 100 80-120 1.68 20
Bromobenzene 19 1.0 " 20.0 94.8 80-120 3.98 20
n-Propylbenzene 21 1.0 " 20.0 107 80-120 1.08 20
2-Chlorotoluene 21 1.0 " 20.0 103 80-120 1.40 20
1,3,5-Trimethylbenzene 21 1.0 " 20.0 104 80-120 0.0480 20
4-Chlorotoluene 21 1.0 " 20.0 103 80-120 1.82 20
tert-butyl Benzene 20 1.0 " 20.0 99.4 80-120 1.70 20
1,2,4-Trimethylbenzene 21 1.0 " 20.0 103 80-120 1.01 20
sec-butyl Benzene 20 1.0 " 20.0 97.5 80-120 0.0513 20
p-Isopropyltoluene 20 1.0 " 20.0 101 80-120 0.745 20
1,3-Dichlorobenzene 20 1.0 " 20.0 98.4 80-120 0.960 20
1,4-Dichlorobenzene 20 1.0 " 20.0 97.5 80-120 0.358 20
n-butyl Benzene 22 1.0 " 20.0 109 80-120 2.51 20
1,2-Dichlorobenzene 19 1.0 " 20.0 97.2 80-120 0.513 20
1,2-Dibromo-3-chloropropane 18 1.0 " 20.0 90.6 80-120 0.221 20
1,2,4-Trichlorobenzene 19 1.0 " 20.0 94.2 80-120 1.06 20
Hexachlorobutadiene 19 1.0 " 20.0 93.5 80-120 3.43 20
Naphthalene 19 1.0 " 20.0 97.0 80-120 2.61 20
1,2,3-Trichlorobenzene 18 1.0 " 20.0 91.7 80-120 0.437 20
Total Trichloroethanes 41 1.0 " 40.0 103 80-120 1.88 20
Total Trihalomethanes n 1.0 " 80.0 89.4 80-120 3.69 20
Total Xylenes 62 1.0 " 60.0 104 80-120 0.549 20
Surrogate: 4-Bromofluorobenzene 4.8 " 5.00 95.2 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.6 " 5.00 92.2 70-130
Matrix Spike (B9C3207-MS1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Dichlorodifluoromethane 33 2.0 ug/L 40.0 ND 82.0 80-120
Chloromethane 51 2.0 " 40.0 ND 127 80-120 Q
Vinyl Chloride 45 2.0 " 40.0 ND 112 80-120
Bromomethane 46 2.0 " 40.0 ND 114 80-120
Chloroethane 49 2.0 " 40.0 ND 123 80-120 Q
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order:  19C3199 25-Apr-19 13:22

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Matrix Spike (B9C3207-MS1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Trichlorofluoromethane 31 2.0 ug/L 40.0 ND 77.8 80-120 Q
Diethyl ether 43 2.0 " 40.0 ND 106 80-120
1,1-Dichloroethene 39 2.0 " 40.0 ND 96.4 80-120
Carbon Disulfide 32 2.0 " 40.0 ND 79.4 80-120 Q
Methylene Chloride 40 2.0 " 40.0 ND 99.6 80-120
MTBE (Methyl tert-butyl ether) 41 2.0 " 40.0 ND 102 80-120
trans-1,2-Dichloroethene 38 2.0 " 40.0 ND 95.9 80-120
1,1-Dichloroethane 40 2.0 " 40.0 ND 100 80-120
2,2-Dichloropropane 36 2.0 " 40.0 ND 89.8 80-120
cis-1,2-Dichloroethene 39 2.0 " 40.0 ND 97.6 80-120
Bromochloromethane 35 2.0 " 40.0 ND 88.5 80-120
Chloroform 39 2.0 " 40.0 ND 97.9 80-120
1,2-Dichloroethane 42 2.0 " 40.0 ND 106 80-120
1,1,1-Trichloroethane 36 2.0 " 40.0 ND 89.1 80-120
Methyl Acrylate 42 2.0 " 40.0 ND 105 80-120
Tetrahydrofuran 41 2.0 " 40.0 ND 103 80-120
Carbon Tetrachloride 32 2.0 " 40.0 ND 79.4 80-120 Q
1,1-Dichloropropene 40 2.0 " 40.0 ND 101 80-120
Benzene 41 2.0 " 40.0 ND 103 80-120
Trichloroethene 39 2.0 " 40.0 ND 98.0 80-120
1,2-Dichloropropane 42 2.0 " 40.0 ND 105 80-120
Methyl methacrylate 40 2.0 " 40.0 ND 99.1 80-120
Dibromomethane 40 2.0 " 40.0 ND 99.0 80-120
Bromodichloromethane 36 2.0 " 40.0 ND 90.5 80-120
cis-1,3-Dichloropropene 40 2.0 " 40.0 ND 99.6 80-120
trans-1,3-Dichloropropene 38 2.0 " 40.0 ND 94.1 80-120
1,1,2-Trichloroethane 42 2.0 " 40.0 ND 106 80-120
Dibromochloromethane 31 2.0 " 40.0 ND 76.4 80-120 Q
1,2-Dibromoethane 40 2.0 " 40.0 ND 98.8 80-120
Toluene 38 2.0 " 40.0 ND 94.2 80-120
Tetrachloroethene 38 2.0 " 40.0 ND 94.0 80-120
1,3-Dichloropropane 42 2.0 " 40.0 ND 105 80-120
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order:  19C3199 25-Apr-19 13:22
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Matrix Spike (B9C3207-MS1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Chlorobenzene 34 2.0 ug/L 40.0 ND 85.8 80-120
1,1,1,2-Tetrachloroethane 35 2.0 " 40.0 ND 88.1 80-120
Ethylbenzene 40 2.0 " 40.0 ND 101 80-120
m,p-Xylene 79 2.0 " 80.0 ND 98.3 80-120
o-Xylene 39 2.0 " 40.0 ND 97.1 80-120
Styrene 37 2.0 " 40.0 ND 91.9 80-120
Bromoform 26 2.0 " 40.0 ND 64.4 80-120 CQ
Isopropylbenzene (Cumene) 40 2.0 " 40.0 ND 99.3 80-120
1,1,2,2-Tetrachloroethane 40 2.0 " 40.0 ND 101 80-120
trans-1,4-Dichloro-2-butene 38 2.0 " 40.0 ND 94.6 80-120
1,2,3-Trichloropropane 38 2.0 " 40.0 ND 95.2 80-120
Bromobenzene 35 2.0 " 40.0 ND 87.6 80-120
n-Propylbenzene 40 2.0 " 40.0 ND 101 80-120
2-Chlorotoluene 39 2.0 " 40.0 ND 97.6 80-120
1,3,5-Trimethylbenzene 39 2.0 " 40.0 ND 96.5 80-120
4-Chlorotoluene 40 2.0 " 40.0 ND 99.8 80-120
tert-butyl Benzene 37 2.0 " 40.0 ND 93.2 80-120
1,2,4-Trimethylbenzene 38 2.0 " 40.0 ND 95.5 80-120
sec-butyl Benzene 36 2.0 " 40.0 ND 89.8 80-120
p-Isopropyltoluene 38 2.0 " 40.0 ND 94.2 80-120
1,3-Dichlorobenzene 37 2.0 " 40.0 ND 93.6 80-120
1,4-Dichlorobenzene 36 2.0 " 40.0 ND 90.8 80-120
n-butyl Benzene 40 2.0 " 40.0 ND 100 80-120
1,2-Dichlorobenzene 36 2.0 " 40.0 ND 90.3 80-120
1,2-Dibromo-3-chloropropane 32 2.0 " 40.0 ND 79.3 80-120 Q
1,2,4-Trichlorobenzene 34 2.0 " 40.0 ND 85.2 80-120
Hexachlorobutadiene 30 2.0 " 40.0 ND 74.8 80-120 Q
Naphthalene 35 2.0 " 40.0 ND 88.5 80-120
1,2,3-Trichlorobenzene 35 2.0 " 40.0 ND 87.5 80-120
Total Trichloroethanes 84 2.0 " 80.0 ND 105 80-120
Total Trihalomethanes 130 2.0 " 160 ND 823 80-120
Total Xylenes 120 2.0 " 120 ND 97.9 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order:  19C3199 25-Apr-19 13:22

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Matrix Spike (B9C3207-MS1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Surrogate: 4-Bromofluorobenzene 4.8 ug/L 5.00 96.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.5 " 5.00 90.0 70-130
Matrix Spike Dup (B9C3207-MSD1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Dichlorodifluoromethane 33 2.0 ug/L 40.0 ND 81.7 80-120 0.367 20
Chloromethane 51 2.0 " 40.0 ND 127 80-120 0.236 20 Q
Vinyl Chloride 46 2.0 " 40.0 ND 116 80-120 332 20
Bromomethane 54 2.0 " 40.0 ND 134 80-120 16.6 20 Q
Chloroethane 49 2.0 " 40.0 ND 122 80-120 0.449 20 Q
Trichlorofluoromethane 37 2.0 " 40.0 ND 93.2 80-120 18.1 20
Diethyl ether 45 2.0 " 40.0 ND 113 80-120 6.06 20
1,1-Dichloroethene 40 2.0 " 40.0 ND 99.4 80-120 3.07 20
Carbon Disulfide 37 2.0 " 40.0 ND 91.5 80-120 14.1 20
Methylene Chloride 42 2.0 " 40.0 ND 106 80-120 5.80 20
MTBE (Methyl tert-butyl ether) 43 2.0 " 40.0 ND 109 80-120 5.78 20
trans-1,2-Dichloroethene 40 2.0 " 40.0 ND 99.8 80-120 3.94 20
1,1-Dichloroethane 43 2.0 " 40.0 ND 107 80-120 6.62 20
2,2-Dichloropropane 38 2.0 " 40.0 ND 95.2 80-120 5.79 20
cis-1,2-Dichloroethene 42 2.0 " 40.0 ND 105 80-120 7.07 20
Bromochloromethane 38 2.0 " 40.0 ND 96.2 80-120 8.34 20
Chloroform 42 2.0 " 40.0 ND 105 80-120 6.71 20
1,2-Dichloroethane 45 2.0 " 40.0 ND 112 80-120 5.38 20
1,1,1-Trichloroethane 37 2.0 " 40.0 ND 93.2 80-120 4.44 20
Methyl Acrylate 44 2.0 " 40.0 ND 109 80-120 4.11 20
Tetrahydrofuran 42 2.0 " 40.0 ND 104 80-120 0.773 20
Carbon Tetrachloride 33 2.0 " 40.0 ND 82.7 80-120 4.07 20
1,1-Dichloropropene 41 2.0 " 40.0 ND 103 80-120 1.52 20
Benzene 43 2.0 " 40.0 ND 108 80-120 522 20
Trichloroethene 41 2.0 " 40.0 ND 103 80-120 4.88 20
1,2-Dichloropropane 45 2.0 " 40.0 ND 112 80-120 6.26 20
Methyl methacrylate 41 2.0 " 40.0 ND 103 80-120 3.71 20
Dibromomethane 42 2.0 " 40.0 ND 104 80-120 5.12 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order:  19C3199 25-Apr-19 13:22

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Matrix Spike Dup (B9C3207-MSD1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
Bromodichloromethane 38 2.0 ug/L 40.0 ND 95.9 80-120 5.79 20
cis-1,3-Dichloropropene 43 2.0 " 40.0 ND 108 80-120 7.86 20
trans-1,3-Dichloropropene 40 2.0 " 40.0 ND 101 80-120 7.07 20
1,1,2-Trichloroethane 45 2.0 " 40.0 ND 112 80-120 5.25 20
Dibromochloromethane 33 2.0 " 40.0 ND 82.7 80-120 7.85 20
1,2-Dibromoethane 41 2.0 " 40.0 ND 102 80-120 3.73 20
Toluene 40 2.0 " 40.0 ND 99.8 80-120 5.83 20
Tetrachloroethene 38 2.0 " 40.0 ND 96.0 80-120 221 20
1,3-Dichloropropane 44 2.0 " 40.0 ND 110 80-120 4.19 20
Chlorobenzene 36 2.0 " 40.0 ND 90.4 80-120 5.28 20
1,1,1,2-Tetrachloroethane 37 2.0 " 40.0 ND 91.4 80-120 3.62 20
Ethylbenzene 42 2.0 " 40.0 ND 104 80-120 333 20
m,p-Xylene 80 2.0 " 80.0 ND 100 80-120 1.69 20
o-Xylene 40 2.0 " 40.0 ND 101 80-120 3.84 20
Styrene 38 2.0 " 40.0 ND 96.0 80-120 431 20
Bromoform 28 2.0 " 40.0 ND 69.4 80-120 7.32 20 CQ
Isopropylbenzene (Cumene) 40 2.0 " 40.0 ND 99.2 80-120 0.0504 20
1,1,2,2-Tetrachloroethane 43 2.0 " 40.0 ND 107 80-120 5.69 20
trans-1,4-Dichloro-2-butene 42 2.0 " 40.0 ND 104 80-120 9.37 20
1,2,3-Trichloropropane 41 2.0 " 40.0 ND 102 80-120 7.24 20
Bromobenzene 37 2.0 " 40.0 ND 93.0 80-120 6.04 20
n-Propylbenzene 40 2.0 " 40.0 ND 101 80-120 0.445 20
2-Chlorotoluene 41 2.0 " 40.0 ND 101 80-120 3.77 20
1,3,5-Trimethylbenzene 39 2.0 " 40.0 ND 97.1 80-120 0.620 20
4-Chlorotoluene 41 2.0 " 40.0 ND 102 80-120 2.62 20
tert-butyl Benzene 37 2.0 " 40.0 ND 91.6 80-120 1.79 20
1,2,4-Trimethylbenzene 39 2.0 " 40.0 ND 98.6 80-120 3.14 20
sec-butyl Benzene 36 2.0 " 40.0 ND 89.8 80-120 0.0557 20
p-Isopropyltoluene 37 2.0 " 40.0 ND 922 80-120 2.04 20
1,3-Dichlorobenzene 38 2.0 " 40.0 ND 94.8 80-120 1.27 20
1,4-Dichlorobenzene 38 2.0 " 40.0 ND 94.7 80-120 4.26 20
n-butyl Benzene 39 2.0 " 40.0 ND 98.2 80-120 2.07 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order:  19C3199 25-Apr-19 13:22

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9C3207 - Organics
Matrix Spike Dup (B9C3207-MSD1) Source: 19C2891-01 Prepared & Analyzed: 26-Mar-19
1,2-Dichlorobenzene 38 2.0 ug/L 40.0 ND 95.6 80-120 5.65 20
1,2-Dibromo-3-chloropropane 35 2.0 " 40.0 ND 88.4 80-120 10.9 20
1,2,4-Trichlorobenzene 36 2.0 " 40.0 ND 89.5 80-120 4.86 20
Hexachlorobutadiene 31 2.0 " 40.0 ND 77.2 80-120 3.16 20 Q
Naphthalene 38 2.0 " 40.0 ND 95.0 80-120 7.14 20
1,2,3-Trichlorobenzene 35 2.0 " 40.0 ND 86.8 80-120 0.861 20
Total Trichloroethanes 82 2.0 " 80.0 ND 102 80-120 2.89 20
Total Trihalomethanes 140 2.0 " 160 ND 88.2 80-120 6.85 20
Total Xylenes 120 2.0 " 120 ND 100 80-120 241 20
Surrogate: 4-Bromofluorobenzene 4.8 " 5.00 96.0 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.5 " 5.00 90.8 70-130
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19C3199 25-Apr-19 13:22

Notes and Definitions

Q QC did not meet ELI acceptance criteria

C Refer to sample comments

DET Analyte DETECTED

ND Analyte NOT DETECTED at or above the reporting limit

NR Not Reported

dry Sample results reported on a dry weight basis

RPD Relative Percent Difference

CLT Client Representative

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc.

E R244614
| & ¢ 3199 11011 Brooklet, Ste. 230
Houston, Texas 77099-3543 Page | of
TCEQ Certification # T104704265 Phone (281)568-7880 - Fax (281)568-8004
Name: Deer Park City of Analysis Request and Chain of Custody Record
Address: 2117 East X Street
City: Deer Park, TX 77536
Contact: Nichloas Cook Phone: 832-421-7387 Fax:
Project No. Client/Project E
ITC - Water Check RN
Field Sample No./ | 5|8 F
Lab ID e ample NO. Date & |2 | E |sample Container|Sample Type (Liquid, ) c
_;qo. Indentifigation ;rie G §  Bmatatt ) g:ud?: miﬁ' A Prosorvative ANALYSIS REQUESTED ol 8 F <
. 3219 | . (3) 40ml L o
Raw Water ;Ioo v G Liquid lce VOC 524.2
3|)9 (4)1 i P
Raw Water ‘ LD L U | et | Liquid | e SVOC 525.2
" 3he19 ]| (3) 40mi -
Finished Water. _Isv a | ‘Voa Liquid | e ~ vocs42  ~—
. ox ¢ 3 35)1‘} A . = ' —
Flmshedﬁ\%a ggo \/, At Liquid ce SVOC 525.2
: Mue (@) 4omi| . g
Trip Blank 1069 \/ VoA L:gund | e VOC 524.2
Samplers: ( Signature) Relinquished by: Date: 5[24::‘ [9Received by: Date:3-)¢~(4 Seal Intact?
FRank T 10 pLusie ( Signature) &mu(ww lime: 12, 20| ( Signature) 'JQ - Mofton) rime: 43534 |#47~
Relinquished by: Date: Received by: Date:' 2 2 Seal Intact?
Affiliation ( Signature) fime: (Slgnature) . A lime:
/‘ Yy oD e Ol Relinquished by: Date’4-26 f‘| e Date:Z/ Seal Intact?
e i = ( Signature) W M@’l!?b"" Time: i‘j}g’; ure) ime: tZ;ﬂ C/’
Remarks: FLOW:___ Arrival Temp. Data Results e o Laboratory No.
Meter Reading: gl/—(u 1. L Ee : -
Cl: Residual: \ Bt e : D - ‘-ﬂ‘ ‘L&}C‘
Mn Correction: TH—\-' I resen atiye: -a 8 T
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